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WINDOW 
#

ELEVATIONS DIMENSIONS MATERIAL REMARKS

1.3 SEE ELEV SEE ELEV WOOD
1.4 SEE ELEV SEE ELEV WOOD
1.8 SEE ELEV SEE ELEV WOOD
1.9 SEE ELEV SEE ELEV WOOD

1.10 RELOCATE EXISTG REUSE EXISTG WOOD SEE DEMO DWGS
2.10 RELOCATE EXISTG REUSE EXISTG WOOD SEE DEMO DWGS

3.8 SEE ELEV SEE ELEV WOOD

ROOM NAME OPENING ELEV DETAILS DOOR REMARKS
WIDTH HT JAMB HEAD THRES MATL THICK LABEL

001 003 STAIR 3'-0" 6'-8" C      -      -      - SRWD 1-3/4"      - 2 provide threshold
002 004 CELLAR 2'-8" 6'-8"      -      -      -      - SCWD 1-3/4" 1-1/2 hr 2
003 009 STORAGE 3'-0" 4'-0" C      -      -      - SRWD 1-3/4"      - 1 provide threshold
004 006 OLD TOILET existg existg      -      -      -      - ETR      -      - ETR
005 007 ELEV. MACH. RM. 3'-0" 6'-8"      -      -      -      - SCWD 1-3/4"      - 1

101 101 VESTIBULE existg existg      -      -      -      -      -      -      - ETR     
102 102 ENTRY HALL existg existg      -      -      -      -      -      -      - ETR     
103 103 MEETING RM existg existg      -      -      -      -      -      -      - A refurbish top & bottom bolts
104 103 MEETING RM existg existg      -      -      -      -      -      -      - ETR
105 103 MEETING RM 3'-0" 8'-0" A SRWD 1-3/4" 3
106 103 MEETING RM 3'-0" 8'-0" A SRWD 1-3/4" 3
107 111 UNFINISHED ROOM existg existg      -      -      -      -      -      -      - ETR
108 104 MEETING RM existg existg      -      -      -      -      -      -      - ETR/D
109 105 REAR RM existg existg      -      -      -      -      -      -      - A/D
110 105 REAR RM existg existg      -      -      -      -      -      -      - A/D
111 105 REAR RM existg existg      -      -      -      -      -      -      -      -
112 106 FRONT RM existg existg      -      -      -      -      -      -      - A
113 105 REAR RM existg existg      -      -      -      -      -      -      - A
114 105 REAR RM existg existg      -      -      -      -      -      -      - A
115 106 FRONT RM existg existg      -      -      -      -      -      -      - A
116 106 FRONT RM existg existg      -      -      -      -      -      -      - ETR
117 106 FRONT RM existg existg      -      -      -      -      -      -      - ETR
118 108 REAR HALL existg existg      -      -      -      -      -      -      - ETR/D
119 109 MOP CLOSET existg existg      -      -      -      -      -      -      - A/D replace escutcheon
120 BSMT STAIR 2 existg existg      -      -      -      -      -      -      - A/D make operable
121 111 UNFINISHED ROOM 3'-0" 6'-8" A SRWD 1-3/4"      - 1
122 108 REAR HALL existg existg      -      -      -      -      -      -      - 1
123 113 MENS BF TOILET 3'-0" 6'-8" A      -      -      - SRWD 1-3/4"      - 5
124 112 OLD PANTRY match existg A      -      -      - SRWD 1-3/4"      - 1 replace missing door
125 114 STAIR 3 3'-0" 6'-8" A      -      -      - SRWD 1-3/4" 1-1/2 hr 4
126 107 WOMENS BF TOILET 3'-0" 6'-8" A      -      -      - SRWD 1-3/4"      - 5
127 BSMT STAIR 2 existg existg      -      -      -      -      -      -      - A/D

202 203 OFFICE existg existg      -      -      -      -      -      -      - ETR/D
203 214 CLOSET existg existg      -      -      -      -      -      -      - ETR
204 206 OFFICE existg existg      -      -      -      -      -      -      - A/D
205 215 CLOSET existg existg      -      -      -      -      -      -      - A
206 216 CLOSET existg existg      -      -      -      -      -      -      - ETR/D
207 216 CLOSET existg existg B      -      -      - SRWD 1-3/4"      - 1 replace missing door
208 205 OFFICE existg existg      -      -      -      -      -      -      - A/D
209 207 MOP CLOSET 2'-0" 6'-8"      -      -      -      - SRWD 1-3/4"      - 1
210 208 REAR HALL existg existg      -      -      -      -      -      -      - ETR
211 204 OFFICE existg existg      -      -      -      -      -      -      - A/D
212 213 CLOSET existg existg      -      -      -      -      -      -      - ETR
213 210 CONFERENCE RM existg existg      -      -      -      -      -      -      - A
214 209 REAR HALL existg existg      -      -      -      -      -      -      - ETR
215 211 UNISEX BF TOILET 3'-0" 7'-0" B      -      -      - SRWD 1-3/4"      - 5
216 212 STAIR 3 3'-0" 7'-0" B      -      -      - SRWD 1-3/4" 1-1/2 hr 2
217 217 REAR HALL 3'-0" 7'-0" B      -      -      - SRWD 1-3/4"      - 1

301 304 LIVING RM 3'-0" 6'-8" B      -      -      - SRWD 1-3/4" 3/4 hr 1
302 312 CLOSET 2'-0" 6'-8" D      -      -      - SCWD 1-3/8"      - 3
303 310 KITCHEN 3'-0" 6'-8" B      -      -      - SRWD 1-3/4" 3/4 hr 1
305 303 BEDROOM 2'-6" 6'-8" D      -      -      - SCWD 1-3/8"      - 3
306 307 BATH 2'-4" 6'-8" D      -      -      - SCWD 1-3/8"      -  - pocket door
307 318 LAUNDRY CLOSET 2'-0" 6'-8" D      -      -      - SCWD 1-3/8"      - 3 louvered pair
308 316 CLOSET 3'-0" 6'-8" D      -      -      - SCWD 1-3/8"      - 3 pair doors
309 314 STAIR 3 3'-0" 6'-8" B      -      -      - SRWD 1-3/4" 1-1/2 hr 2
310 311 KITCHEN 3'-0" 6'-8" B      -      -      - SRWD 1-3/4" 3/4 hr 1
311 313 CLOSET 2'-0" 6'-8" D      -      -      - SCWD 1-3/8"      - 3
312 305 LIVING RM 3'-0" 6'-8" B      -      -      - SRWD 1-3/4"      - 1
313 308 BATH 2'-4" 6'-8" D      -      -      - SCWD 1-3/8"      -  - pocket door
314 306 BEDROOM 2'-6" 6'-8" D      -      -      - SCWD 1-3/8"      - 3
315 308 BATH 2'-4" 6'-8" D      -      -      - SCWD 1-3/8"      - 5
316 320 CLOSET 2'-4" 6'-8" D      -      -      - SCWD 1-3/8"      - 3
317 317 LAUNDRY CLOSET 3'-0" 6'-8" D      -      -      - SCWD 1-3/8"      - 3 louvered pair
318 309 CLOSET 2'-4" 6'-8" D      -      -      - SCWD 1-3/8"      - 3
319 301 CLOSET 2'-4" 6'-8" D      -      -      - SCWD 1-3/8"      - 3
320 319 STORAGE 3'-0" 6'-8" B      -      -      - SRWD 1-3/4"      - 3

MATERIAL

DOOR #
HARD-
WAREROOM #

SRWD stile and rail wood door
SCWD solid core flush wood door

HARDWARE SETS
1 lockset A replace missing knobs and spindle (18 salvaged knobs supplied by Owner; others new to match existg) 
2 lockset, closer ETR
3 latchset D
4 latchset, closer 
5 privacy set

add deadbolt
existing to remain

ROOM # ROOM NAME FLOOR WALLS CEILING REMARKS
BASE FLOORING SUBSTRATE FINISH SUBSTRATE FINISH

BASEMENT
001 Basement exist. conc. exist.stone ----- ----- -----
002 Passage conc. exist.stone ----- ----- -----
003 Stair 3 wood vc tile vpb paint vpb paint existg stone to remain
004 Cellar exist. conc. exist.stone ----- ----- -----
005 Milk Rm. exist. conc. exist.stone ----- ----- -----
006 Old Toilet exist. conc. exist.plaster paint exist.plaster paint
007 Elevator Machine Rm. exist. conc. vpb paint vpb paint
008 Stair 2 exist. conc. vpb paint vpb paint

FIRST FLOOR
101 Vestibule ex wood ex ct ex. wood/plaster varnish /pt vpb* paint see RESTORATION NOTES
102 Entry Hall ex wood ex wood ex. plaster paint vpb* paint see RESTORATION NOTES
103 Meeting Room ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
104 Meeting Room ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
105 Rear Room ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
106 Front Room ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
107 Womens BF Toilet ct ct tile backer/vpb ct/paint vpb paint Install blind @ window
108 Rear Hall ex wood ex wood ex. plaster paint vpb* paint
109 Mop Closet wood wood ex. plaster paint vpb* paint
110 Rear Hall wood wood vpb paint vpb paint
111 Unfinished Room none plywood vpb paint vpb paint
112 Old Pantry ex wood ex wood ex. plaster paint vpb* paint
113 Mens BF Toilet ct ct tile backer/vpb ct/paint vpb paint Install blind @ window
114 Stair 3 wood wood vpb paint vpb paint rubber treads/landing

SECOND FLOOR 
201 Sitting Room ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
202 Hall ex wood ex wood ex. plaster paint vpb* paint see RESTORATION NOTES
203 Office ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
204 Office ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
205 Office ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
206 Office ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
207 Mop Sink Closet ex wood ex wood ex. plaster paint vpb* paint
208 Rear Hall ex wood ex wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
209 Rear Hall ex wood wood ex. plaster/vpb* paint vpb paint see RESTORATION NOTES
210 Conference Room ex wood ex wood vpb* paint vpb* paint see RESTORATION NOTES
211 Unisex BF Toilet ct ct tile backer/vpb ct/paint vpb paint Install blind @ window
212 Stair 3 wood wood vpb paint vpb paint rubber treads/landing
213 Closet wood wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
214 Closet wood wood ex. plaster paint vpb* paint see RESTORATION NOTES
215 Closet wood wood ex. plaster paint vpb* paint see RESTORATION NOTES
216 Closet wood wood ex. plaster/vpb* paint vpb* paint see RESTORATION NOTES
217 Rear Hall wood wood vpb paint vpb paint

THIRD FLOOR 
301 Closet vinyl wb vc tile vpb* paint vpb paint
302 Hall wood wood vpb paint vpb paint
303 Bedroom vinyl wb vc tile vpb* paint vpb paint
304 Living Room vinyl wb vc tile vpb* paint vpb paint
305 Living Room vinyl wb vc tile vpb* paint vpb paint
306 Bedroom vinyl wb vc tile vpb* paint vpb paint
307 Bath ct sheet vinyl tile backer/vpb ct/paint vpb paint
308 Bath ct sheet viny tile backer/vpb ct/paint vpb paint
309 Closet vinyl wb vc tile vpb paint vpb paint
310 Kitchen vinyl wb vc tile tile backer/vpb* ct/paint vpb paint
311 Kitchen vinyl wb vc tile tile backer/vpb* ct/paint vpb paint
312 Closet vinyl wb vc tile vpb paint vpb paint
313 Closet vinyl wb vc tile vpb paint vpb paint
314 Rear Hall wood wood vpb paint vpb paint
315 Stair 3 wood wood vpb paint vpb paint rubber treads/landing
316 Closet vinyl wb vc tile vpb paint vpb paint
317 Laundry Closet vinyl wb sheet viny vpb paint vpb paint
318 Laundry Closet vinyl wb sheet viny vpb paint vpb paint
319 Storage vinyl wb vc tile vpb paint vpb paint
320 Closet vinyl wb vc tile vpb paint vpb paint

----- Elevator Cab ----- vc tile ----- ----- ----- -----

* INSTALL 1 LAYER GWB & 1 LAYER VPB TO MATCH THICKNESS OF EXIST PLAST & LATH (1/4" LATH + 3/4" PLAST (VIF)) REMOVED
** TYPICAL PAINT COLORS: 3 COLORS PER ROOM (TO BE SELECTED BY ARCHITECT)

101 Vestibule

102 Entry Hall

103 Meeting Room

104 Meeting Room

105 Rear Room

106 Front Room

108 Rear Hall

109 Mop Closet

112 Pantry

  107, 110-114

201 Sitting Room

202 Hall

203 Office

204 Office

205 Office

BASEBOARD: SCRAPE, SAND & REPAINT. FLOORING: SAND & REFINISH W/ TUNG OIL. WALLS: SCRAPE, PATCH, PAINT 

SEE FINISH SCHEDULE

REMOVE EXISTG FINISHES TO STUDS & JOISTS.  INSTALL 3/4"T&G PLYWD SUBFLOOR. SEE FINISH SCHEDULE

WAINSCOT: SAND & REVARNISH. FLOORING: REPLACE MISSING OR CRACKED CERAMIC TILE FLOORG; MATCH 
EXISTG MINTON ENCAUSTIC TILE (10%). WALLS: PLASTER & LATH TO REMAIN; SCRAPE & PATCH CRACKS, PAINT. 
CLG: TO REMAIN; SCRAPE & PATCH CRACKS, PAINT

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REVARNISH. FLOORING: 
SAND & REFINISH W/ TUNG OIL. WALLS: REMOVE EXISTG WALLPPR, SCRAPE, PATCH, PAINT WALLS AND MOLDINGS. 
CLG: REMOVE EXISTG PLASTER & LATH EXCEPT  CORNICE MOLDING & MARGIN, INSTALL VPB & SKIM COAT,  PAINT

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
REPAIR/REPLACE 5%, SAND & REFINISH W/ TUNG OIL. WALLS: REMOVE EXISTG WALLPPR,  @ EXTERIOR WALLS 
REMOVE PLASTER & LATH , INSTALL GWB & VPB & SKIMCOAT TO MATCH PLASTER THICKNESS; INSTALL CROWN 
MOULDING, PAINT WALLS AND MOLDINGS. CLG: REMOVE EXISTG PLASTER & LATH, INSTALL VPB & GWB, SKIM COAT, 

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
REPLACE DAMAGED RANDOM WIDTH PINE (15%), SAND & REFINISH W/ TUNG OIL. WALLS: REMOVE EXISTG 
WALLPPR; @EXTERIOR WALLS REMOVE PLASTER & LATH, INSTALL GWB & VPB, SKIMCOAT TO MATCH PLASTER 
THICKNESS @ EXTERIOR WALL; @INTERIOR WALLS REPAIR/REPLACE5%, INSTALL CROWN MOULDING,  SCRAPE, 
PATCH, PAINT WALLS AND MOLDINGS. CLG: REMOVE EXISTG PLASTER & LATH, INSTALL VPB & GWB, SKIM COAT, 

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
REPLACE DAMAGED AREA (25%) TO MATCH EXISTG 1X6 PINE, REPLACE MISSING THRESHOLDS, SAND & REFINISH W/ 
TUNG OIL. WALLS: REMOVE PLASTER & LATH @EXTERIOR WALLS EXCEPT CORNICE MOLDING & MARGIN, INSTALL 
GWB & VPB & SKIMCOAT TO MATCH PLASTER THICKNESS @ EXTERIOR WALL; PATCH CRACKS IN EXISTG PLASTER 
@ INTERIOR WALLS,  SCRAPE, PATCH, PAINT WALLS AND MOLDINGS. CLG: REMOVE EXISTG PLASTER & LATH 
EXCEPT CORNICE MOLDING & ROSE & MARGIN, INSTALL VPB & GWB, SKIMCOAT, PAINT

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
SAND & REFINISH W/ TUNG OIL. WALLS: REMOVE EXISTG WALLPPR, @EXTERIOR WALLS REMOVE PLASTER & LATH 
EXCEPT CORNICE MOLDING & MARGIN, INSTALL GWB & VPB & SKIMCOAT TO MATCH PLASTER THICKNESS @ 
EXTERIOR WALL; @ INTERIOR WALL SCRAPE, PATCH, PAINT WALLS AND MOLDINGS. CLG: REMOVE EXISTG 
PLASTER & LATH EXCEPT CORNICE MOLDING & ROSE & MARGIN, INSTALL VPB & GWB, SKIMCOAT, PAINT

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
REPLACE MISSING AREA (10%) TO MATCH EXISTG PINE, SAND & REFINISH W/ TUNG OIL. WALLS: REMOVE EXISTG 
WALLPPR & REPAIR/REPLACE EXISTG PLASTER (50%), SCRAPE, PATCH, PAINT WALLS AND MOLDINGS. CLG: 
RESTORE PLASTER @ ARCHES, REPAIR/REPLACE EXISTG PLASTER & LATH (50%), INSTALL PLASTER ON LATH, 

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
SAND & REFINISH W/ TUNG OIL. WALLS: @EXTERIOR WALLS REMOVE PLASTER & LATH EXCEPT CORNICE MOLDING 
& MARGIN, INSTALL  VPB & GWB, SKIMCOAT, PAINT. CLG: REMOVE EXISTG PLASTER & LATH EXCEPT CORNICE 
MOLDING &MARGIN, INSTALL VPB & GWB, SKIMCOAT, PAINT

BASEBOARD: SAND & REVARNISH. FLOORING: PATCH (15%), SAND & REFINISH W/ TUNG OIL. WALLS: REMOVE 
EXISTG WALLPPR, PATCH PLASTER. CLG: REMOVE EXISTG PLASTER & LATH EXCEPT CORNICE MOLDING & MARGIN, 
INSTALL VPB & GWB, SKIMCOAT,  PAINT

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
SAND & REFINISH W/ TUNG OIL. WALLS: TEMPORARILY REMOVE CROWN MOLDING FOR DRYWALL & PLASTER 
WORK, @EXTERIOR WALLS REMOVE PLASTER & LATH, INSTALL GWB & VPB , SKIMCOAT TO MATCH PLASTER 
THICKNESS @ EXTERIOR WALL, @ INTERIOR WALLS REPAIR/PATCH PLASTER (E WALL), PAINT. CLG: REMOVE 
EXISTG PLASTER & LATH, INSTALL VPB & GWB, SKIMCOAT, PAINT

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
PATCH (5%), SAND & REFINISH W/ TUNG OIL. WALLS: TEMPORARILY REMOVE CROWN MOLDING FOR DRYWALL & 
PLASTER WORK, @EXTERIOR WALLS, REMOVE PLASTER & LATH , INSTALL VPB & GWB, SKIMCOAT, @ INTERIOR 
WALLS REPAIR/PATCH PLASTER (25%), REPLACE MISSING CROWN MOLDING (EAST WALL) TO MATCH EXISTG,PAINT. 
CLG: REMOVE EXISTG PLASTER & LATH, INSTALL VPB & GWB, SKIMCOAT, PAINT

206 Office

207 Mop Sink Closet

208 Rear Hall

209

210

209-212

213-216 Closets

217 Rear Hall

301--317

TYPICAL

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
REMOVE EXISTG FLOORING WALLS: TEMPORARILY REMOVE CROWN MOLDING FOR DRYWALL & PLASTER WORK, @ 
EXTERIOR WALL REMOVE PLASTER & LATH, INSTALL GWB & VPB, SKIMCOAT TO MATCH PLASTER THICKNESS @ 
EXTERIOR WALL, REMOVE EXISTG WALLPAPER, REPAIR/PATCH PLASTER @ INTERIOR WALLS (15%), PAINT. CLG: 
REMOVE EXISTG PLASTER & LATH, INSTALL VPB & GWB, SKIMCOAT, PAINT

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
SAND & REFINISH W/ TUNG OIL. WALLS: TEMPORARILY REMOVE CROWN MOLDING FOR DRYWALL & PLASTER 
WORK, @ EXTERIOR WALL REMOVE PLASTER & LATH, INSTALL GWB & VPB, SKIMCOAT TO MATCH PLASTER 
THICKNESS @ EXTERIOR WALL, REMOVE EXISTG WALLPAPER, REPAIR/PATCH PLASTER @ INTERIOR WALLS (15%), 
PAINT. CLG: REMOVE EXISTG PLASTER & LATH, INSTALL VPB & GWB, SKIMCOAT, PAINT

REMOVE EXISTG FINISHES & TRIM TO STUDS & JOISTS U.N.O..  INSTALL 3/4"T&G PLYWD SUBFLOOR. SEE FINISH 
SCHEDULE

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, REPLACE MISSING (SOUTH 
WALL) TO MATCH EXISTG, SAND & REPAINT ALL. FLOORING: PATCH (20%), SAND & REFINISH W/ TUNG OIL. WALLS:  
TEMPORARILY REMOVE CROWN MOLDING FOR DRYWALL & PLASTER WORK,  @EXTERIOR WALLS REMOVE 
PLASTER & LATH, INSTALL GWB & VPB, SKIMCOAT TO MATCH PLASTER THICKNESS @ EXTERIOR WALL, REPLACE 
MISSING CROWN MOLDING (SOUTH WALL) TO MATCH EXISTG, REPAIR/PATCH PLASTER @ INTERIOR WALLS (WEST 
WALL), PAINT. CLG: REMOVE EXISTG PLASTER & LATH, INSTALL VPB & GWB, SKIMCOAT, PAINT

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, SAND & REPAINT. FLOORING: 
SAND & REFINISH W/ TUNG OIL. WALLS: TEMPORARILY REMOVE CROWN MOLDING FOR DRYWALL & PLASTER 
WORK, @ EXTERIOR WALL REMOVE PLASTER & LATH, INSTALL GWB & VPB, SKIMCOAT TO MATCH PLASTER 
THICKNESS @ EXTERIOR WALL,  REMOVE EXISTG WALLPAPER, REPAIR/PATCH PLASTER @ INTERIOR WALLS (15%), 
PAINT. CLG: REMOVE EXISTG PLASTER & LATH, INSTALL VPB & GWB, SKIMCOAT, PAINT

BASEBOARD: TEMPORARILY REMOVE BASE CAP FOR DRYWALL & PLASTER WORK, REPLACE MISSING BASEBOARD 
TO MATCH EXISTG, SAND & REPAINT. FLOORING: SAND & REFINISH W/ TUNG OIL. WALLS: REMOVE EXISTG 
WALLPAPER, TEMPORARILY REMOVE CROWN MOLDING FOR DRYWALL & PLASTER WORK, @ EXTERIOR WALL 
REMOVE PLASTER & LATH, INSTALL GWB & VPB, SKIMCOAT TO MATCH PLASTER THICKNESS @ EXTERIOR WALL, 
PAINT. CLG: REMOVE EXISTG PLASTER & LATH, INSTALL  VPB & GWB, SKIMCOAT, PAINT

BASEBOARD: SAND & REPAINT. FLOORING: PATCH EXISTING, SAND & REFINISH W/ TUNG OIL. WALLS: SCRAPE & 
PATCH PLASTER, PAINT. CLG: REMOVE EXISTG PLASTER & LATH, INSTALL  VPB & GWB, SKIMCOAT, PAINT

BASEBOARD: SAND & REPAINT. FLOORING: INSTALL UNDERLAYMENT & SHEET VINYL WALLS: SCRAPE & PATCH 
PLASTER, PAINT. CLG: REMOVE EXISTG PLASTER & LATH, INSTALL VPB & GWB, SKIMCOAT, PAINT

@ FLOOR 1 & FLOOR 2 EXISTING BASEBOARD: REMOVE OUTLETS; FILL HOLES SMOOTH (ASSUME 25 LOCATIONS)

REMOVE EXISTG FINISHES TO STUDS & JOISTS.  INSTALL 3/4"T&G PLYWD SUBFLOOR. SEE FINISH SCHEDULE

REMOVE EXISTG FINISHES TO STUDS & JOISTS.  INSTALL 3/4"T&G PLYWD SUBFLOOR. SEE FINISH SCHEDULE
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SECOND FLOOR LIGHTING PLAN
SCALE: 1/4" = 1'-0"
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SCALE: 1/4" = 1'-0"
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BASEMENT FLOOR ELECTRICAL PLAN
SCALE: 1/4" = 1'-0"

FIRST FLOOR ELECTRICAL PLAN
SCALE: 1/4" = 1'-0"

WP

GF

WP

HP-14

HP-18

HP-17

HP-15

HP-16

HP-13

HP-6

GF

GF

GF

GF

HP-4

5

ELEVATOR MOTOR
& CONTROLLER

COMMUNICATION
BOX

NOTES:
1.    THE ELECTRICAL CONTRACTOR SHALL REFER TO THE

MECHANICAL, PLUMBING AND FIRE PROTECTION
DRAWINGS FOR THE EXACT LOCATION OF ALL
MECHANICAL, PLUMBING AND FIRE PROTECTION
EQUIPMENT.

2.    THE ELECTRICAL CONTRACTOR SHALL WIRE TO THE
KITCHEN LIGHTING SYSTEM BRANCH CIRCUIT.

3.    THE FINAL LOCATION OF THE ELECTRICAL EQUIPMENT IN
THE BASEMENT SHALL BE VERIFIED BY THE ELECTRICAL
CONTRACTOR AND THE ARCHITECT IN THE FIELD.

4.    THE ELECTRICAL CONTRACTOR SHALL REFER TO THE
SPECIFICATION SECTION ALTERNATES FOR WORK TO BE
DELETED FROM THE CONTRACT.

5.    THE ELECTRICAL CONTRACTOR SHALL WIRE TO
RESPECTIVE HEAT PUMP.

6.    THE FINAL LOCATION OF THE FIRE ALARM CONTROL
PANEL SHALL BE DETERMINED BY THE PLYMOUTH FIRE
DEPARTMENT, ARCHITECT AND ELECTRICAL
CONTRACTOR IN THE FIELD.

7.    THE ELECTRICAL CONTRACTOR SHALL MAKE SAFE THE
BUILDING ELECTRICAL SYSTEM AND THE DEMOLITION
CONTRACTOR SHALL BE RESPONSIBLE FOR THE
REMOVAL OF ALL THE ELECTRICAL EQUIPMENT AND
ASSOCIATED WIRING.
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2
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CU-1

B260W

HP-3

HP-2

HP-1

B235W

B235W

B240W
HP-29

HP-33
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HP-27

WP

HP-6

EF-2

SEE
NOTE #2
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EP
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T

FAC
HP-41
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HP-39

PANEL
"HP"

CATV
BACKBOARD

TELEPHONE
BACKBOARD

BUILDING MAIN
DISCONNECT SWITCHES

EF

HP-4

A215W

HP-44

ACD

HP-43 THRU CONTROL SYSTEM
SEE ELEVATOR VENT CONTROL

DIAGRAM ON SHEET FA3.1
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NOTE #5
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SECOND FLOOR ELECTRICAL PLAN
SCALE: 1/4" = 1'-0"

THIRD FLOOR ELECTRICAL PLAN
SCALE: 1/4" = 1'-0"
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NOTES:

T
T

T
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LA-8

LA-9

TELEPHONE
BACKBOARD

CATV
BACKBOARD

FCU-6

FCU-5
FCU-4

FCU-7

FCU-3

EF

FCU-9

2

SEE
NOTE #3

2

SEE
NOTE #3

2

2

SEE
NOTE #3

SEE
NOTE #3
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SEE
NOTE #32

SEE
NOTE #3

2SEE
NOTE #3

FCU-3

2

SEE
NOTE #2

FCU-2

2

SEE
NOTE #2

FCU-1

2
SEE

NOTE #2

FCU-2

2 SEE
NOTE #2

2

EH

LCA-12

LCA-12

FCU-8

EF EF

MLCA-3
M

LCA-3

SEE
NOTE #3

SEE
NOTE #4

SEE
NOTE #4

1.    THE ELECTRICAL CONTRACTOR SHALL REFER TO THE
MECHANICAL, PLUMBING AND FIRE PROTECTION
DRAWINGS FOR THE EXACT LOCATION OF ALL
MECHANICAL, PLUMBING AND FIRE PROTECTION
EQUIPMENT.

2.    THE ELECTRICAL CONTRACTOR SHALL WIRE TO
RESPECTIVE HEAT PUMP UNIT AT GRADE.  (SEE SHEET
E1.3).

3.    THE ELECTRICAL CONTRACTOR SHALL WIRE TO HEAT
PUMP #3 UNIT AT GRADE.  (SEE SHEET E1.3).

4.    THE ELECTRICAL CONTRACTOR SHALL WIRE TO
BATHROOM LIGHTING BRANCH CIRCUIT. ( SEE
EXHAUST SYSTEM WIRING DIAGRAM ON THE
MECHANICAL DRAWINGS).

5.    THE ELECTRICAL CONTRACTOR SHALL REFER TO THE
SPECIFICATION SECTION ALTERNATES FOR WORK TO
BE DELETED FROM THE CONTRACT.

6.    THE ELECTRICAL CONTRACTOR SHALL MAKE SAFE
THE BUILDING ELECTRICAL SYSTEM AND THE
DEMOLITION CONTRACTOR SHALL BE RESPONSIBLE
FOR THE REMOVAL OF ALL THE ELECTRICAL
EQUIPMENT AND ASSOCIATED WIRING.
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HP
PNL.

LA
PNL.

LCA
PNL.

LCB
PNL.

POWER RISER DIAGRAM
NOT TO SCALE

F-4

F-3

TELEVISION SYSTEM RISER
DIAGRAM

NOT TO SCALE

CATV

BSMT FLOOR

1ST FLOOR

2ND FLOOR

3RD FLOOR

T

T

T

T

T

T

BSMT FLOOR

1ST FLOOR

2ND FLOOR

3RD FLOOR

TELEPHONE SYSTEM RISER
DIAGRAM

NOT TO SCALE

1ST FLOOR

2ND FLOOR

3RD FLOOR

ENTRY INTERCOM SYSTEM
RISER DIAGRAM

NOT TO SCALE

BSMT FLOOR

PS

EP DR

BSMT FLOOR

1ST FLOOR

2ND FLOOR

3RD FLOOR

SEE NOTE #2
(TYPICAL)

SEE NOTE #3
(TYPICAL)

SEE NOTE #7
(TYPICAL)

SEE NOTE #7
(TYPICAL)

SEE
NOTE #

SEE
NOTE #4

SEE
NOTE #1

SEE
NOTE #

SEE NOTE #25
(TYPICAL)

CATV
T TTT

TT

SEE
NOTE #

SEE
NOTE #8

SEE
NOTE #9

SEE
NOTE #

SEE NOTE #11
(TYPICAL)

SEE NOTE #11
(TYPICAL)

SEE NOTE #10
(TYPICAL)

SERVICE
INCOMING ELECTRIC

ELECTRICAL METERING &
DISTRIBUTION EQUIPMENT

PA
N

EL
 "

LC
A

"

PA
N

EL
 "

LC
A

"

POWER ONE LINE DIAGRAM
NOT TO SCALE

T T
SEE NOTE #11
(TYPICAL)

NOTES:

SEE NOTE #25
(TYPICAL)

SEE NOTE #25
(TYPICAL)

SEE
NOTE #25

SEE
NOTE #25

F-1 TO UTILITY CO.
TRANSFORMER AT
EXISTING UTILITY POLE

FEEDER SCHEDULE

SIZE

4"

CONDUIT

4#500kcmil

SIZEDESIGNATION

F-1 -

GND

-
AMPS
SIZE QUANTITY

1

POLE

-

BREAKER

3#3 TYPE "MC" CABLE WITH GNDF-2 100- 2
F-3 125- 3
F-4 1251 3

4#1 TYPE "MC" CABLE WITH GND

3#3 TYPE "MC" CABLE WITH GND

LEGEND
HOMERUN. ARROWS DENOTES THE NUMBER OF 
CIRCUITS AND SLASH MARKS DENOTE THE
NUMBER OF #12 CONDUCTORS IN RACEWAY OR
CABLE ASSEMBLY.

RACEWAY OR CABLE ASSEMBLY INSTALLED
CONCEALED.

RACEWAY INSTALLED EXPOSED.

12

FLUORESCENT LIGHTING FIXTURE. "A"
DENOTES LIGHTING FIXTURE TYPE.
SUBSCRIPT "b" DENOTES SWITCH
CONTROL LIGHTING FIXTURE.
NUMERAL DENOTES CIRCUIT
NUMBERS. (TYPICAL ALL LIGHTING
FIXTURES).

A

b

SYSTEM OR NIGHT LIGHT CIRCUIT.
LIGHTING FIXTURE WIRED TO THE EMERGENCY

SURFACE OR PENDANT MOUNTED DOWNLIGHT.

WALL MOUNTED LIGHTING FIXTURE.

CEILING OR PENDANT MOUNTED EXIT
SIGN.

XE

EMERGILITE MODEL ECM18-2-2EF23(ZD).
EMERGENCY BATTERY WITH LIGHTING FIXTURES

RECESSED EMERGENCY LIGHTING FIXTURE.E

CONDUIT OR CABLE ASSEMBLY TURNING UP.

CONDUIT OR CABLE ASSEMBLY TURNING DOWN.

SINGLE POLE SWITCH MOUNTED 4'-0" A.F.F.

THREE WAY SWITCH MOUNTED 4'-0" A.F.F.
3

EF EXHAUST FAN

LIGHTING PANELBOARD (SURFACE MOUNTED).
MOUNTED 6'-6" TO TOP.

LIGHTING PANELBOARD (FLUSH MOUNTED).
MOUNTED 6'-6" TO TOP.

OC OCCUPANCY SENSOR. SINGLE SWITCH WALL MOUNTED. 
WATT STOPPER MODEL WA-200.

DENOTES SURFACE MOUNTED ON CEILING. (WATT STOPPER
OCCUPANCY SENSOR (SURFACE MOUNTED). SUBSCRIPT 'C'OC

C
MODEL C1200)

FOUR WAY SWITCH MOUNTED 4'-0" A.F.F.
4

RECEPTACLE. MOUNTED 18" A.F.F.
DUPLEX RECEPTACLE (125 VOLT-1Ø3W  

GROUND FAULT PROTECTION MOUNTED 18" A.F.F.
WEATHERPROOF DUPLEX RECEPTACLE WITH WP

GROUND FAULT RECEPTACLE MOUNTED 4'-0" A.F.F.
GF

GARBAGE DISPOSAL OUTLET MOUNTED 18" A.F.F.
D

MICROWAVE OVEN (RECEPTACLE MOUNTED IN
CABINET) (125VOLT- 1Ø3WIRE RECEPTACLE).M

125/250 VOLT - 1Ø4 WIRE RECEPTACLE 
MOUNTED 18" A.F.F.

TELEPHONE/DATA OUTLET.

TELEPHONE OUTLET MOUNTED 18" A.F.F.

T TELEVISION OUTLET MOUNTED 18" A.F.F.

CABLE TELEVISION SYSTEM SPLITTER.

A325W

RATING OF FUSE. "W" DENOTES WEATHERPROOF
DENOTE SWITCH DESIGNATION, POLES, AMPERE 
DISCONNECT SWITCH. ALPHA/NUMERIC CHARACTERS

SWITCH. (SEE DISCONNECT SWITCH SCHEDULE ON THIS SHEET).

RATING RATING

60A

30A

600A

400A

200A

100A

1000A

800A

E

F

H

G

B

A

D

C

N

P

K

J

M

L

3000A

4000A

2500A

2000A

1600A

1200A

SWITCH AMPERE

DISCONNECT SWITCH SCHEDULE
DESIGNATION DESIGNATION SWITCH AMPERE

EUH ELECTRIC UNIT HEATER.

1 MOTOR (NUMERAL DENOTES HORSEPOWER).

ACD AUTOMATIC CONTROL DAMPER.

TELEPHONE NETWORK INTERFACE UNIT.

DISHWASHER ELECTRICAL CONNECTION.J
DW

HOOD EXHAUST ELECTRICAL CONNECTION.J
H

ELECTRIC DOOR STRIKE.DR

APARTMENT DOOR SYSTEM ENTRYPHONE.EP

APARTMENT INTERCOM & DOOR RELEASE.

T

SDC
H

SINGLE STATION SMOKE/CARBON
MONOXIDE DETECTOR.

TANDEM SMOKE DETECTOR WITH SELF-
CONTAINED HORN.

SD
H

FAC FIRE ALARM CONTROL PANEL MOUNTED 6'-6"
TO TOP.

FCU FAN COIL UNIT.

CATV CABLE TELEVISION DISTRIBUTION CABINET.

LOAD CENTER "LCA" 120/240V  1Ø3W 125 AMPERE MAIN LUGS. FLUSH MOUNTED
22,000

AIC

1,2

NUMBER
CIRCUIT

POLES

BREAKERS

20

AMPS

1 APPLIANCE CIRCUITS*

EQUIPMENT SERVED

PANEL SCHEDULE

22,0003 15 1 MICROWAVE OVEN*

22,0006 20 1 DINING RECEPTACLES*
22,0007 15 1 BATHROOM RECEPTCALE
22,0008,9 15 1 RECEPTACLES*
22,00010 15 1 COMMUNICATION OUTLET*
22,00011,12 15 1 LIGHTING*
22,00013 15 1 AIR HANDLING UNIT*
22,00014 30 2 CONDENSING UNIT (SEE NOTE #2)

22,00016 20 1 WASHER*

PANEL "LA" 120/240V  1Ø3W 225 AMPERE MAIN LUGS. SURFA CE MOUNTED
22,0001-9 20 1 RECEPTACLES
22,00010-12 20 1 LIGHTING
22,00013,14 20 1 AIR HANDLERS
22,00015,16 30 2 CONDENSING UNITS
22,00017-35 20 1 SPARES

PANEL "HP" 120/208V  3Ø4W 225 AMPERE MAIN LUGS. SURFA CE MOUNTED (DOUBLE PANEL)
22,0001-11 20 1 RECEPTACLES, ELEVATOR, KITCHEN EQUIPMENT
22,00012 40 2 ELECTRIC RANGE
22,00013-18,43 20 1 RECEPTACLES & ELEVATOR DAMPER
22,00019-26 20 1 LIGHTING
22,00027 60 2 CONDENSING UNIT
22,00028 30 3 ELEVATOR
22,00029 30 2 ELECTRIC HEATER
22,00030-32,34-37,43 20 1 LIGHTING & ELEVATOR DAMPER
22,00039-41 20 1 TELEPHONE, CATV, FAC & WASHER
22,00042 30 2 ELEVATOR DAMPER
22,00044 15 2 ELEVATOR MACHINE ROOM AC UNIT

ELECTRICAL METERING AND DISTRIBUTION EQUIPMENT NO. 1 SHALL BE 120/240 VOLT
SINGLE PHASE THREE WIRE SURFACE MOUNTED WITH 600 AMPERE MAIN LUGS.
ELECTRICAL METERING AND DISTRIBUTION EQUIPMENT SHALL CONTAIN 4 METER
SOCKETS.

22,0001 125 2 PANEL "HP"
22,0002 100 2 PANEL "LA"
22,0003,4 100 2 PANEL "LCA"

22,0005 40 2 ELECTRIC RANGE

22,00015 15 1 REFRIGERATOR*

REMARKS
LAMPS

QUAD

TYPE

NICKEL TONE

FINISH

SURFACE

MOUNTING

LIGHTING FIXTURE SCHEDULE

18W

WATTS
2 UNIT ENTRY

LOCATION

A

TYPE

206216NT218QES4
BROWNLEE 

MANUFACTURER

HALL

QUAD NICKEL TONESURFACE 26W
2B 206224NT226QES4

BROWNLEE 
KITCHEN

-C A3312
REJUVENATION LIGHTING

KITCHEN
BURNISHED

ANTIQUE

WHITEWALL 17W
2 BATHROOMD 502724217LES4

BROWNLEE F17T8
TL835

E
PENDANTF A2202

REJUVENATION LIGHTING
HALLWAY

AS SELECTED BY
ARCHITECT26W T2

MEDIUM

SURFACEG A2221
REJUVENATION LIGHTING

STAIRWELL
AS SELECTED BY

ARCHITECT18W T2
MEDIUM

QUAD WHITEWALL 13W
2 CLOSETG1 505712213ES4

BROWNLEE 

WHITESURFACE 32W
1 BASEMENTH CH132B11120

SIMKAR F32T8
TL835

BLACKWALL 26W EXTERIORJ 88240D-780 (CAPE MAY)
SEAGULL QUAD

BLACKSURFACE COVERED PORCHK 7567-32
SEAGULL QUAD

26W
2

WALLL A9347
REJUVENATION LIGHTING

MEETING ROOM
T2

MEDIUM13W
2 BURNISHED

ANTIQUE

SURFACEF1 A2221
REJUVENATION LIGHTING

OFFICES
AS SELECTED BY

ARCHITECT26W T2
MEDIUM

WHITESURFACE 17W KITCHENUC1 UW117B11120
SIMKAR F17T8

TL835

WHITESURFACE 28W KITCHENUC2 UW132B11120
SIMKAR F28T8

TL835

WHITEUNIVERSAL 2.5W PATH OF EGRESSX OWPEN1RC
EMERGILITE LED

WHITEUNIVERSAL 2.5W PATH OF EGRESSX1 OWPEN1RC-AR
EMERGILITE LED

WHITEUNIVERSAL 2.5W PATH OF EGRESSX2 OWPEN1RC-AL
EMERGILITE LED

WHITEUNIVERSAL 2.5W PATH OF EGRESSX3 OWPEN1RC-ARAL
EMERGILITE LED

WHITEUNIVERSAL 2.5W PATH OF EGRESSX4 OWPEN2RM
EMERGILITE LED

WHITEUNIVERSAL 2.5W PATH OF EGRESSX5 OWPEN2RM-AR/AL
EMERGILITE LED

WHITEUNIVERSAL 2.5W PATH OF EGRESSX6 OWPEN2RM-DARL
EMERGILITE LED

F-2
F-2

1 1/2"4#1 #6

22,00045 20 1 SPRINKLER BELL

NOTES:

1.    ALL BRANCH CIRCUIT BREAKERS IN THE DWELLING UNIT
LOAD CENTERS SHALL BE ARC FAULT TYPE CIRCUIT
BREAKERS UNLESS OTHERWISE INDICATED ON THE
DRAWINGS.

22,0004 15 1 DISPOSAL, DISHWASHER*

1.    THE GENERAL CONTRACTOR SHALL FURNISH AND INSTALL A
3/4" X 4'-0" X 8'-0" TELEPHONE PLYWOOD BACKBOARD FOR
TELEPHONE EQUIPMENT.

2.    THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
TELEPHONE SYSTEM WIRING BETWEEN EACH DWELLING UNIT
TELEPHONES OUTLET AND THE DWELLING UNIT TELEPHONE
SECTION OF THE STRUCTURED NETWORK ENCLOSURE.
TELEPHONE CABLE SHALL BE A CAT. 5E CABLE.

3.    THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
TELEPHONE SYSTEM WIRING BETWEEN THE DWELLING UNIT
TELEPHONE STRUCTURED NETWORK ENCLOSURE AND THE
BUILDING MAIN TELEPHONE DISTRIBUTION EQUIPMENT,
TELEPHONE CABLE SHALL BE CAT. 5E CABLE.

4.    1-4" CONDUITS WITH PULL ROPE TO UTILITY COMPANY
MANHOLE. SEE SITE ELECTRICAL PLAN ON SHEET SE-1.
VERIZON SHALL BE RESPONSIBLE FOR TELEPHONE CABLE
BETWEEN THE STREET AND THE BUILDING MAIN TELEPHONE
BACKBOARD.

5.    THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
3/4" CONDUIT TO BUILDING WATER SERVICE FOR TELEPHONE
SYSTEM GROUND. EXACT LOCATION SHALL BE DETERMINED IN
THE FIELD.

6.    THE ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE FOR
ALL SLEEVES REQUIRED FOR THE INSTALLATION OF THE
BUILDING TELEPHONE SYSTEM. THE ELECTRICAL CONTRACTOR
SHALL BE RESPONSIBLE FOR FIREPROOFING ALL SLEEVES.

7.    THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
TWO(2) CAT 5E CABLES BETWEEN TELEPHONE/DATA OUTLET
AND FLOOR TELEPHONE/DATA BACKBOARDS BETWEEN .

8.    3" CONDUIT WITH PULL ROPE TO UTILITY COMPANY MANHOLE.
(SEE ELECTRICAL PLAN ON SHEET SE-1).  COMCAST SHALL BE
RESPONSIBLE FOR CABLE TELEVISION SYSTEM.  CABLE
BETWEEN THE STREET AND THE BUILDING MAIN CATV
EQUIPMENT.

9.    THE GENERAL CONTRACTOR SHALL FURNISH AND INSTALL 3/4"
X 4'-0" X 6'-0" CABLE TELEVISION SYSTEM  PLYWOOD
BACKBOARD FOR CABLE TELEVISION  SYSTEM EQUIPMENT.

10.    THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
CABLE TELEVISION SYSTEM WIRING BETWEEN  DWELLING UNIT
CABLE TELEVISION SYSTEM STRUCTURED NETWORK
ENCLOSURE LOCATED IN DWELLING UNIT AND THE BUILDING
CABLE TELEVISION SYSTEM DISTRIBUTION EQUIPMENT.  CABLE
SHALL MEET THE REQUIREMENTS OF COMCAST.  FINAL
TERMINATION SHALL BE BY THE LOCAL CABLE TELEVISION
SYSTEM SUPPLIER.  THE TELEVISION SYSTEM CABLE SHALL BE
RG-6 CABLE.

11.  THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
CABLE TELEVISION SYSTEM WIRING BETWEEN THE DWELLING
UNIT  CABLE TELEVISION OUTLET AND DWELLING UNIT CABLE
TELEVISION STRUCTURED NETWORK ENCLOSURE LOCATED IN
THE DWELLING UNIT CLOSET THE CABLE SHALL MEET THE
REQUIREMENTS OF COMCAST FINAL CONNECTION SHALL BE BY
THE LOCAL CABLE TELEVISION SYSTEM SUPPLIER.

12.  THE ELECTRICAL CONTRACTOR SHALL PROVIDE ALL SLEEVES
NECESSARY OF THE INSTALLATION  OF SYSTEM CABLE
TELEVISION DISTRIBUTION SYSTEM.

13.  THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
3/4" CONDUIT WITH #6 GROUND TO THE BUILDING WATER
SOURCE.

14.  THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
TWO(2) CAT 5E CABLES UNIT SUITE PHONE AND THE BUILDING
ENTRY INTERCOM SYSTEM.

15.  THE ELECTRICAL CONTRACTOR SHALL REFER TO THE FLOOR
PLANS FOR THE EXACT QUANTITY OF TELEVISION/DATA
OUTLETS AND TELEPHONE OUTLETS.

16.  THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
TWO(2) CAT 5E CABLES BETWEEN THE FIRE ALARM SYSTEM
CONTROL PANEL COMMUNICATIONS AND THE BUILDING
TELEPHONE PLYWOOD BACKBOARD.  EACH CAT 5E CABLE
SHALL BE INSTALLED IN A 3/4" CONDUIT

17.  THE EXACT LOCATION OF THE EXTERIOR FIRE ALARM SYSTEM
STROBE LIGHT SHALL BE DETERMINED BY THE ARCHITECT,
FIRE DEPARTMENT AND THE ELECTRICAL CONTRACTOR IN THE
FIELD.

18.  2" CONDUIT TO UTILITY POLE.  THE ELECTRICAL CONTRACTOR
SHALL FURNISH AND INSTALL AN "IMSA" CABLE BETWEEN THE
MASTER BOX AND UTILITY POLE THROUGH THE 2" CONDUIT.

19.  THE ELECTRICAL CONTRACTOR SHALL REFER TO THE FLOOR
PLANS FOR THE EXACT QUANTITY OF FIRE ALARM SYSTEM
DEVICES REQUIRED FOR THE PROJECT.

20.  OPERATION OF THE FIRE ALARM SYSTEM HEAT DETECTOR IN
THE ELEVATOR SHAFT OR SMOKE DETECTOR IN THE ELEVATOR
MACHINE ROOM SHALL CAUSE THE ELEVATOR TO BE
RETURNED TO THE FIRST FLOOR AND FIREFIGHTERS LIGHT TO
OPERATE.

21.  LOBBY SHALL CAUSE THE ELEVATOR TO BE RETURNED TO THE
FIRST FLOOR.  OPERATION OF SMOKE DETECTOR AT THE FIRST
FLOOR SHALL CAUSE THE ELEVATOR TO BE RETURNED TO AN
ALTERNATE FLOOR.

22.  THERMOSTAT SHALL BE FURNISH BY THE HVAC CONTRACTOR,
INSTALLED AND WIRED BY THE ELECTRICAL CONTRACTOR.
THERMOSTAT SHALL CAUSE ELEVATOR VENT DAMPER TO
OPERATE WHEN THE ELEVATOR MACHINE ROOM EXCEEDS
90°C.

23.   ELECTRICAL CONTRACTOR SHALL WIRE CONTROL MODULE TO
THE FIRE ALARM LOOP IN THE IMMEDIATE AREA OF THE
EQUIPMENT.

24.  OPERATION OF THE SMOKE DETECTOR ON THE ELEVATOR
MACHINE ROOM OR HEAT DETECTOR IN THE ELEVATOR SHAFT
SHALL CAUSE THE ELEVATOR TO BE LOWERED TO THE FIRST
FLOOR OR ALTERNATED FLOOR AND LIGHT THE FIRE FIGHTERS
HAT ON THE ELEVATOR.

25.  CABLE SHALL BE AS PER MANUFACTURERS REQUIREMENTS.

26.  CIRCUIT BREAKER SHALL BE A 400 AMPERE-3 POLE CIRCUIT
BREAKER.

27.  THE ELECTRICAL CONTRACTOR SHALL FURNISH AND INSTALL
ONE (1) CAT. 5e CABLE IN A 3/4" CONDUIT BETWEEN ELEVATOR
COMMUNICATION BOX AND THE MAIN TELEPHONE PLYWOOD
BACKBOARD.

28.  ELECTRIC METERS SHALL BE FURNISHED WITH BYPASS
SWITCHES.

29.  THE ELECTRICAL CONTRACTOR SHALL REFER TO THE
SPECIFICATION SECTION ALTERNATES FOR WORK TO BE
DELETED FROM THE CONTRACT.

EMDE-1

22,00019-21 15 1 SPACE ONLY

22,00018 15 1 SPARE*

22,00017 30 2 DRYER

22,00048-67 20 1 SPARES

*DENOTES ARC FAULT CIRCUIT BREAKER.
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BOLARDM 77743-K35-79817
BEGA 10.5W LED BLACK EXTERIOR

PC PHOTOCELL.

N SURFACECB132MVOLTGEB101S
LITHONIA WHITE32W STORAGEF32T8

TL835

Renovations to the
JOSEPH SIMES
HOUSE

PHASE 2

29 Manomet Point Road
Manomet,
Massachusetts

RED
HAWK
STUDIO
ARCHITECTS, INC.

18 Main Street
Concord,

Massachusetts
01742

978 369 2340

date: June 17, 2016
Revisions

VGNA
VERNE G. NORMAN ASSOCIATES

Electrical 
Engineers
vgna@vgna.com

FAX:  781-335-5737
TEL:  781-335-4200
Weymouth, MA 02188
210 Winter Street

E3.1
Riser Diagrams, Schedules

& Legend



BASEMENT FLOOR FIRE ALARM PLAN
SCALE: 1/4" = 1'-0"

FIRST FLOOR FIRE ALARM PLAN
SCALE: 1/4" = 1'-0"
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NOTES:

1.    THE FINAL LOCATION OF KNOX BOX AND EXTERIOR FIRE
ALARM STROBE LIGHT SHALL BE DETERMINED BY THE
ELECTRICAL CONTRACTOR, PLYMOUTH FIRE DEPARTMENT
AND THE ARCHITECT IN THE FIELD.

2.    THE ELECTRICAL CONTRACTOR SHALL REFER TO THE
SPECIFICATION SECTION ALTERNATES FOR WORK TO BE
DELETED FROM THE CONTRACT.

3.    SMOKE DETECTOR SHALL BE LOCATED WITHIN 6'-0" OF THE
BUILDING FIRE ALARM CONTROL PANEL.

4.    THE ELECTRICAL CONTRACTOR SHALL WIRE TO THE
SPRINKLER BELL TO CIRCUIT HP-45 THRU THE MAIN FLOW
SWITCH LOCATED IN STORAGE ROOM 002.

5.    THE FINAL LOCATION OF THE BUILDING FIRE ALARM SYSTEM
ANNUNCIATOR SHALL BE VERIFIED BY THE PLYMOUTH FIRE
DEPARTMENT AND ARCHITECT IN THE FIELD.

6.    THE ELECTRICAL CONTRACTOR SHALL BE RESPONSIBLE
FOR THE REMOVAL OF THE EXISTING FIRE ALARM
EQUIPMENT AND TURN THE EXISTING FIRE ALARM
EQUIPMENT OVER TO THE TOWN OF PLYMOUTH.

F

FAC

F

F
15/75

SEE
NOTE #3

FIRE ALARM
ANNUNCIATOR

B

SEE
NOTE #4F
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AutoCAD SHX Text
UP

AutoCAD SHX Text
UP

AutoCAD SHX Text
MILK 005

AutoCAD SHX Text
OLD TOILET 006

AutoCAD SHX Text
BASEMENT 001

AutoCAD SHX Text
STAIR 2 008

AutoCAD SHX Text
CELLAR 004

AutoCAD SHX Text
PASSAGE 002

AutoCAD SHX Text
STAIR 3  003

AutoCAD SHX Text
ELEV MACH RM  007

AutoCAD SHX Text
STORAGE 009 

AutoCAD SHX Text
WEST PORCH

AutoCAD SHX Text
UP

AutoCAD SHX Text
ENTRY

AutoCAD SHX Text
DWN

AutoCAD SHX Text
UP

AutoCAD SHX Text
SOUTH PORCH

AutoCAD SHX Text
STAIR

AutoCAD SHX Text
3

AutoCAD SHX Text
114

AutoCAD SHX Text
MENS BF

AutoCAD SHX Text
TOILET

AutoCAD SHX Text
113

AutoCAD SHX Text
MOP

AutoCAD SHX Text
CLOSET

AutoCAD SHX Text
109

AutoCAD SHX Text
MEETING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
104

AutoCAD SHX Text
MEETING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
103

AutoCAD SHX Text
FRONT

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
106

AutoCAD SHX Text
REAR ROOM

AutoCAD SHX Text
105

AutoCAD SHX Text
ENTRY

AutoCAD SHX Text
HALL

AutoCAD SHX Text
102

AutoCAD SHX Text
VESTIBULE

AutoCAD SHX Text
101

AutoCAD SHX Text
WOMENS BF

AutoCAD SHX Text
TOILET

AutoCAD SHX Text
107

AutoCAD SHX Text
REAR HALL

AutoCAD SHX Text
108

AutoCAD SHX Text
REAR HALL

AutoCAD SHX Text
110

AutoCAD SHX Text
STAIR

AutoCAD SHX Text
1

AutoCAD SHX Text
MAIN

AutoCAD SHX Text
ENTRY

AutoCAD SHX Text
1603.3757

AutoCAD SHX Text
UNFINISHED

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
111

AutoCAD SHX Text
LULA

AutoCAD SHX Text
ELEVATORV

AutoCAD SHX Text
UP

AutoCAD SHX Text
OLD

AutoCAD SHX Text
PANTRY

AutoCAD SHX Text
112



SECOND FLOOR FIRE ALARM PLAN
SCALE: 1/4" = 1'-0"

THIRD FLOOR FIRE ALARM PLAN
SCALE: 1/4" = 1'-0"
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NOTES:

1.    THE ELECTRICAL CONTRACTOR SHALL REFER TO THE
SPECIFICATION SECTION ALTERNATES FOR WORK TO BE
DELETED FROM THE CONTRACT.

Renovations to the
JOSEPH SIMES
HOUSE

PHASE 2

29 Manomet Point Road
Manomet,
Massachusetts

RED
HAWK
STUDIO
ARCHITECTS, INC.

18 Main Street
Concord,

Massachusetts
01742

978 369 2340

date: June 17, 2016
Revisions

VGNA
VERNE G. NORMAN ASSOCIATES

Electrical 
Engineers
vgna@vgna.com

FAX:  781-335-5737
TEL:  781-335-4200
Weymouth, MA 02188
210 Winter Street

FA1.2
Fire Alarm Plans

AutoCAD SHX Text
DN

AutoCAD SHX Text
STAIR

AutoCAD SHX Text
3

AutoCAD SHX Text
212

AutoCAD SHX Text
UP

AutoCAD SHX Text
1603.3757

AutoCAD SHX Text
UP

AutoCAD SHX Text
DN

AutoCAD SHX Text
HALL

AutoCAD SHX Text
202

AutoCAD SHX Text
SITTING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
201

AutoCAD SHX Text
STAIR 1A

AutoCAD SHX Text
STAIR 1

AutoCAD SHX Text
ETR

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
204

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
203

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
206

AutoCAD SHX Text
OFFICE

AutoCAD SHX Text
205

AutoCAD SHX Text
CL 213

AutoCAD SHX Text
MOP

AutoCAD SHX Text
SINK

AutoCAD SHX Text
CLOSET

AutoCAD SHX Text
207

AutoCAD SHX Text
CL 214

AutoCAD SHX Text
CL 215

AutoCAD SHX Text
CL 216

AutoCAD SHX Text
UNISEX

AutoCAD SHX Text
BF

AutoCAD SHX Text
TOILET

AutoCAD SHX Text
211

AutoCAD SHX Text
CONF RM

AutoCAD SHX Text
210

AutoCAD SHX Text
REAR

AutoCAD SHX Text
HALL

AutoCAD SHX Text
209

AutoCAD SHX Text
REAR

AutoCAD SHX Text
HALL

AutoCAD SHX Text
217

AutoCAD SHX Text
LULA

AutoCAD SHX Text
ELEVATOR

AutoCAD SHX Text
STAIR 2

AutoCAD SHX Text
ETR

AutoCAD SHX Text
DN

AutoCAD SHX Text
STAIR

AutoCAD SHX Text
2A

AutoCAD SHX Text
ETR

AutoCAD SHX Text
UP

AutoCAD SHX Text
REAR

AutoCAD SHX Text
HALL

AutoCAD SHX Text
208

AutoCAD SHX Text
DN

AutoCAD SHX Text
STAIR 3

AutoCAD SHX Text
315

AutoCAD SHX Text
UNIT 1

AutoCAD SHX Text
DN

AutoCAD SHX Text
UP

AutoCAD SHX Text
UNIT 2

AutoCAD SHX Text
BEDROOM

AutoCAD SHX Text
303

AutoCAD SHX Text
BATH

AutoCAD SHX Text
308

AutoCAD SHX Text
BEDROOM

AutoCAD SHX Text
306

AutoCAD SHX Text
LIVING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
305

AutoCAD SHX Text
LIVING

AutoCAD SHX Text
ROOM

AutoCAD SHX Text
304

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
310

AutoCAD SHX Text
KITCHEN

AutoCAD SHX Text
311

AutoCAD SHX Text
BATH

AutoCAD SHX Text
307

AutoCAD SHX Text
HALL

AutoCAD SHX Text
302

AutoCAD SHX Text
LAUNDRY

AutoCAD SHX Text
CLOSET

AutoCAD SHX Text
317

AutoCAD SHX Text
CLOSET

AutoCAD SHX Text
316

AutoCAD SHX Text
CLOSET

AutoCAD SHX Text
309

AutoCAD SHX Text
CLOSET

AutoCAD SHX Text
301

AutoCAD SHX Text
LAUNDRY

AutoCAD SHX Text
CLOSET

AutoCAD SHX Text
319

AutoCAD SHX Text
CL

AutoCAD SHX Text
312

AutoCAD SHX Text
CL

AutoCAD SHX Text
313

AutoCAD SHX Text
HALL

AutoCAD SHX Text
314

AutoCAD SHX Text
STORAGE

AutoCAD SHX Text
318



SD F MM

TS

MM

FS

MM

LPS

FAC F F

ASD F F F F

F FSD MM

FT

F

EL
EV

A
TO

R
 S

H
A

FT
(S

EE
 N

O
TE

 #
5)

3RD FLOOR

1ST FLOOR

BSMT FLOOR

SEE
NOTE #2

NOTES:

1.    THE ELECTRICAL CONTRACTOR SHALL FURNISH AND
INSTALL TWO(2) CAT 5E CABLES BETWEEN THE FIRE ALARM
SYSTEM CONTROL PANEL COMMUNICATIONS AND THE
BUILDING TELEPHONE PLYWOOD BACKBOARD.  EACH CAT 5E
CABLE SHALL BE INSTALLED IN A 3/4" CONDUIT

2.     THE EXACT LOCATION OF THE EXTERIOR FIRE ALARM
SYSTEM STROBE LIGHT SHALL BE DETERMINED BY THE
ARCHITECT, FIRE DEPARTMENT AND THE ELECTRICAL
CONTRACTOR IN THE FIELD.

3.    NOT USED.

4.    THE ELECTRICAL CONTRACTOR SHALL REFER TO THE FLOOR
PLANS FOR THE EXACT QUANTITY OF FIRE ALARM SYSTEM
DEVICES REQUIRED FOR THE PROJECT.

5.    OPERATION OF THE FIRE ALARM SYSTEM HEAT DETECTOR IN
THE ELEVATOR SHAFT OR SMOKE DETECTOR IN THE
ELEVATOR MACHINE ROOM SHALL CAUSE THE ELEVATOR TO
BE RETURNED TO THE FIRST FLOOR AND FIREFIGHTERS
LIGHT TO OPERATE.

6.    OPERATION OF THE SMOKE DETECTOR IN THE ELEVATOR
LOBBY SHALL CAUSE THE ELEVATOR TO BE RETURNED TO
THE FIRST FLOOR.  OPERATION OF SMOKE DETECTOR AT THE
FIRST FLOOR SHALL CAUSE THE ELEVATOR TO BE
RETURNED TO AN ALTERNATE FLOOR.

7.    THERMOSTAT SHALL BE FURNISH BY THE HVAC
CONTRACTOR, INSTALLED AND WIRED BY THE ELECTRICAL
CONTRACTOR. THERMOSTAT SHALL CAUSE ELEVATOR VENT
DAMPER TO OPERATE WHEN THE ELEVATOR MACHINE ROOM
EXCEEDS 90°C.

8.    ELECTRICAL CONTRACTOR SHALL WIRE CONTROL MODULE
TO THE FIRE ALARM LOOP IN THE IMMEDIATE AREA OF THE
EQUIPMENT.

9.    THE ELECTRICAL CONTRACTOR SHALL REFER TO THE
SPECIFICATION SECTION ALTERNATES FOR WORK TO BE
DELETED FROM THE CONTRACT.

10.   FIRE ALARM SYSTEM MASTER BOX SHALL BE
MANUFACTURED BY KELTRON AND SHALL MEET THE TOWN
OF PLYMOUTH REQUIREMENTS.

SEE
NOTE #1

FIRE ALARM SYSTEM WIRING DIAGRAM
NOT TO SCALE

ELEVATOR VENT CONTROL
WIRING DIAGRAM

NOT TO SCALE
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SYSTEM OUTPUTS

SYSTEM OUTPUTS

MISC.NOTIFICATIONANNUNCIATOR
CONTROL UNIT

TRANSMIT DISTINCT TROUBLE SIGNAL

TO MONITORING STATION

TRANSMIT DISTINCT SUPERVISORY

SIGNAL TO MONITORING STATION

TRANSMIT DISTINCT ALARM SIGNAL TO

MONITORING STATION

ANNUNCIATE ORIGIN AND DESCRIPTION

OF SIGNAL ON LCD DISPLAY

ACTUATE COMMON SUPERVISORY

SIGNAL IN
DICATOR

SHUTDOWN RESPECTIVE RTU

SHUTDOWN ALL AIR HANDLING EQUIPMENT

ACTUATE HORN / S
TROBE DEVICES

ACTIVATE COMMON TROUBLE IN
DICATOR

ACTIVATE AUDIBLE SIGNAL AT PANEL

SIGNAL IN
DICATOR

ACTUATE COMMON ALARM

KJIHGFEDCBA

LOSS OF CARRIER

WIRE-TO-WIRE SHORT (IDC)

SPRINKLER WATERFLOW

SMOKE/HEAT DETECTOR (FACP)

MANUAL STATION

DUCT SMOKE DETECTOR

VALVE TAMPER

FIRE ALARM SYSTEM AC
POWER FAILURE

FIRE ALARM SYSTEM LOW
BATTERY

OPEN CIRCUIT

GROUND FAULT

WIRE-TO-WIRE SHORT
(SLC & NAC)

12

11

10

9

8

7

6

5

4

3

2

1

13

RECALL ELEVATOR TO PRIMARY RECALL

FLOOR

RECALL ELEVATOR TO ALTERNATE

RECALL FLOOR

SOME DETECTOR 1ST FLOOR
ELEVATOR LOBBY

SMOKE DETECTOR 2ND, 6TH 
FLOOR ELEVATOR LOBBY

14

15

FIRE ALARM SYSTEM
SEQUENCE OF OPERATION MATRIX

L M

FIRE ALARM SYSTEM ZONE SCHEDULE
EQUIPMENT SERVED

B01
ZONE

SPRINKLER SYSTEM FLOW SWITCHBASEMENT
FLOOR

BUILDING
AREA SERVED REMARKS

101

MANUAL PULL STATION

1ST FLOOR VESTIBULE

MANUAL PULL STATION

B02 BASEMENT

B03 BASEMENT

B04 BASEMENT

B05 BASEMENT

B06 BASEMENT

B07 BASEMENT

B08 BASEMENT

B09 BASEMENT

B10 BASEMENT

B11 BASEMENT

B12 BASEMENT

B13 BASEMENT

B14 BASEMENT

B15 BASEMENT

SPRINKLER SYSTEM TAMPER SWITCH

SPRINKLER SYSTEM TAMPER SWITCH

SPRINKLER SYSTEM LOW PRESSURE SWITCH

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

MANUAL PULL STATION

MANUAL PULL STATION

BUILDING

BUILDING

BUILDING

BASEMENT

BASEMENT

BASEMENT

BASEMENT

STAIRWELL

STAIRWELL

PASSAGE

CELLAR

CELLAR

STAIRWELL

STAIRWELL

102 1ST FLOOR

103 1ST FLOOR

104 1ST FLOOR

105 1ST FLOOR

106 1ST FLOOR

107 1ST FLOOR

108 1ST FLOOR

109 1ST FLOOR

110 1ST FLOOR

111 1ST FLOOR

112 1ST FLOOR

113 1ST FLOOR

114 1ST FLOOR

115 1ST FLOOR

MANUAL PULL STATION

MANUAL PULL STATION

MANUAL PULL STATION

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

HEAT DETECTOR

HEAT DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

MEETING ROOM

ENTRY

MUSEUM

ENTRY

MEETING ROOM

MUSEUM

REAR ENTRY

REAR ENTRY

KITCHEN

KITCHEN

HALLWAY

ELEVATOR LOBBY

STAIRWELL

STAIRWELL

OFFICE201 2ND FLOOR

MANUAL PULL STATION

202 2ND FLOOR

203 2ND FLOOR

204 2ND FLOOR

205 2ND FLOOR

206 2ND FLOOR

207 2ND FLOOR

208 2ND FLOOR

209 2ND FLOOR

210 2ND FLOOR

211 2ND FLOOR

212 2ND FLOOR

MANUAL PULL STATION

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

STORAGE

OFFICE

HALL

OFFICE

HALL/STAIRWELL

OFFICE

STAIRWELL

CONFERENCE ROOM

ELEVATOR LOBBY

HALLWAY

STAIRWELL

301 3RD FLOOR

302 3RD FLOOR

303 3RD FLOOR

304 3RD FLOOR

305 3RD FLOOR

306 3RD FLOOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

SMOKE DETECTOR

MANUAL PULL STATION

MANUAL PULL STATION

STAIRWELL

STAIRWELL

STAIRWELL

HALLWAY

HALLWAY/ELEVATOR

ELEVATOR SHAFT

SD FIRE ALARM SYSTEM SMOKE DETECTOR.

F MANUAL FIRE ALARM PULL STATION MOUNTED
48" A.F.F.

F
A

COMBINATION FIRE ALARM HORN & STROBE
LIGHT MOUNTED 80". SUBSCRIPT DENOTES
THE CANDELA RATING OF 15/75cd OF THE FIRE
ALARM STROBE.

FAC FIRE ALARM CONTROL PANEL MOUNTED 6'-6"
TO TOP.

A FIRE ALARM SYSTEM ANNUNCIATOR MOUNTED
5'-6" A.F.F.

FS SPRINKLER SYSTEM FLOW SWITCH. NUMERAL
DENOTES THE NUMBER OF FLOW SWITCHES AT
A SINGLE LOCATION.

2

TS
2

SPRINKLER SYSTEM TAMPER SWITCH. NUMERAL
DENOTES THE NUMBER OF TAMPER SWITCHES AT
A SINGLE LOCATION.

LOW PRESSURE SWITCH.LPS

MM
FIRE ALARM SYSTEM MONITOR MODULE. NUMERAL
DENOTES THE NUMBER OF MONITOR MODULES AT
A SINGLE LOCATION.

2

CM FIRE ALARM SYSTEM CONTROL MODULE. NUMERAL
DENOTES THE NUMBER OF CONTROL MODULES AT
A SINGLE LOCATION.

2

FIRE ALARM SYSTEM LIGHT (LED TYPE)
MOUNTED 80" A.F.F.

F
LED

A
F FIRE ALARM STROBE LIGHT. SUBSCRIPT "A"

DENOTES 15/75cd CANDELA RATING. MOUNTED
80" A.F.F.

FIRE ALARM STROBE LIGHT (EXTERIOR).
SL

F

FIRE ALARM SYSTEM ISOLATION MODULE.ISO

BELL.B

LEGEND

SDC
H

SINGLE STATION SMOKE/CARBON
MONOXIDE DETECTOR.

TANDEM SMOKE DETECTOR WITH SELF-
CONTAINED HORN.

SD
H

TO
FAC

H

H

H

H FIRE ALARM SYSTEM LOW FREQUENCY SOUNDERS.
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